NORTH WARNING

GIFTED ASSETS

BEWARE OF EXISTING UNDERGROUND SERVICES.
CONTRACTOR SHALL CONFIRM LOCATIONS OF SERVICES
PRIOR TO EXCAVATION. COORDINATE WITH

ALL RELEVANT AUTHORITIES.
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1~ REFER DWG No. B14-13566 FOR DETAILS OF ITEMS LISTED IN LEGEND.

2 - (ONTRACTOR SHALL LOCATE EXISTING EARTH CABLING IN LOCATIONS SHOWN, JOINT NEW 1x1C 70 Sq mm Cu, BARE EARTH CABLING & EXTEND

—— COORDINATE ROAD CROSSING
WITH WATER SERVICE ROAD T0 AND CONNECT TO NEW DIST. PILLARS POS3ZU/P085ZU/POSTZU/PO%SZU.
(ROSSING. 3- CONTRACTOR SHALL LOCATE SAND PITS AT LOCATIONS SHOWN & INSTALL NEW DIST. CABLING WITHN EXISTING SPARE fx100mm HD wPVC
CONDUIT & THEN DIRECT BURIED (EXCEPT AT ROAD CROSSINGS| TO NEW DIST. PILLARS PO83ZU/PO8SZU/POBTZU/POSSZU.
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DIST. PILLAR 4 - CONTRACTOR SHALL LEAVE SUFFICIENT LENGTHS NEW LV DIST. CABLING COILED WITHIN EXISING SAND PIT IN FRONT OF EXISTING SUB 3353 &
< T ARRANGE FOR POWER AND WATER TO PULL NEW LV DIST. CABLING THROUGH EXISTING.SPARBx Wamm SWEEP BENDS INTO EXISTING SUB 3353 LV
FURE ¥ S D SECTION 8 CONNECT/TERMNATE.
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ARALLEL LV S\ PILLARS POT3ZU/P0792U & ARRANGE FOR POWER AND WATER T0 PULL NEW) LWDIST. CABLING THROUGH EXISTING SPARE 2x100mm SWEEP BENDS
RVICE O L { — INTO EXISTING DIST. PILLAR POT3ZU/SPARE fx100mm S D INTOEXSTING DIST. PILLAR POT9ZU & CONNECT/TERMNATE,
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o stnt Reben NOTES ——— 5385 6 - LV CABLING SHALL BE RUN BELOW (DE @ D ELECTRICAL TRENCH DEPTH/COVER] SEWER AND/OR STORMWATER MAINS WITH
2 _ f ’ “ - A MINIMUM OF 300mm CLEARANCE AT 1ONS. COORDINATE ON SITE WITH CIVIL CONTRACTOR.
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. P o\ M\ N BN POBIY_1, EXISTING BY 200mm TO YIBOUNDARY TO ENSURE 300mm HORIZONTAL SEPARATION PROVIDED. WHERE 300mm SEPARATION NOT PROVIDED,
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